a Change in annual cost, 10% biomethane budget b Selected supply design

(O Without coordination @ With coordination
:Grid supply £2.81M

i inati .50M
Wind, solar and battery -£4.31M
\ Solar PV (@) 10.5 — 13.5 MW
Backup capacity : +£1k

i Battery power @ 3.0 » 2.8 MW

Backup fuel | +£0.19M
1
! ) 32.6 — 19.3 MWh

Lost service : +£30k Battery energy O -
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With coordination _III : £2.41M Backup engines ® 1.3 > 1.3 MW
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